


WTP - : WTP-D

Month/Year:
Disinfection 
Giardia  Log 

Inactiv:
0.5

Date  Time

Minimum 
Cl2 

Residual at 
1st User ( 

C ) 3

Contact 
Time         
(T)

Actual CT      
C x T Temp pH Required 

CT
CT Met? 3       

Yes or No
Peak Hourly 

Demand Flow

[ppm or mg/L] [minutes] formula [° C] formula formula [GPM]

1 9:00 AM 1.54 70 107.8 9.1 8.8 41.2 Yes 138
2 9:00AM 1.54 70 107.8 8.6 8.8 43.1 Yes 134
3 9:00AM 1.54 70 107.8 9.2 8.7 39.9 Yes 131
4 9:00AM 1.51 70 105.7 9.3 8.8 40.9 Yes 129
5 9:00AM 1.53 70 107.1 8.4 8.7 42.0 Yes 133
6 9:00AM 1.54 70 107.8 8.9 8.7 40.6 Yes 142
7 9:00AM 1.54 70 107.8 9.1 8.7 40.1 Yes 136
8 9:00AM 1.42 70 99.4 9.0 8.8 41.5 Yes 140
9 9:00AM 1.49 70 104.3 9.1 8.8 41.5 Yes 127

10 9:00AM 1.49 70 104.3 8.9 8.7 40.3 Yes 141
11 9:00AM 1.52 70 106.4 8.9 8.7 40.6 Yes 133
12 9:00AM 1.54 70 107.8 9.1 8.2 33.4 Yes 135
13 9:00AM 1.49 70 104.3 8.1 8.8 44.4 Yes 135
14 9:00AM 1.57 70 109.9 7.1 8.8 48.0 Yes 131
15 9:00AM 1.54 70 107.8 6.6 8.8 49.6 Yes 137
16 9:00AM 1.54 70 107.8 6.6 8.8 49.6 Yes 135
17 9:00AM 1.54 70 107.8 6.6 8.8 49.6 Yes 135
18 9:00AM 1.53 70 107.1 6.6 8.6 46.0 Yes 136
19 9:00AM 1.53 70 107.1 6.6 8.8 49.5 Yes 138
20 9:00AM 1.54 70 107.8 6.9 8.8 48.5 Yes 138
21 9:00AM 1.54 70 107.8 5.4 8.8 53.9 Yes 139
22 9:00AM 1.54 70 107.8 5.2 8.8 54.7 Yes 133
23 9:00AM 1.54 70 107.8 6.5 8.7 47.9 Yes 134
24 9:00AM 1.53 70 107.1 8.2 8.7 42.7 Yes 140
25 9:00AM 1.54 70 107.8 8.1 8.6 41.5 Yes 137
26 9:00AM 1.54 70 107.8 8.3 8.8 44.0 Yes 137
27 9:00AM 1.54 70 107.8 8.1 8.8 44.6 Yes 136
28 9:00AM 1.53 70 107.1 8.3 8.9 45.6 Yes 134
29 9:00AM 1.54 70 107.8 8.1 8.8 44.6 Yes 138
30 9:00AM 1.54 70 107.8 8.2 8.8 44.3 Yes 141
31 70 No

3 If Cl2 at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours.  Revised October 2013
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